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' F1L,F2,F3 - Fuse
I Gv1,Gv2 - Gasvalve
. - ) ' H1 - Alarm light
Power supply RT e 9
Connection with isolator switch 1730 | ootz : IKSI - ;orlmiz_ation bar
L1 N PE L1 PE N i i - Relais
| | | | | | option -,' option ' pF - Pressure switch filter (when used)
) ) ) ) ) ) L3 . ’ BUS » Max 8 units [IRVLY; - Combustion air fan
| | 01 1™ _'_'_’ I RT - Digital room thermostat
|1 |3 | | e | | I st - On/off switch (option)
WS f"'\T _\1 PE F1 | | Sik-- option ) ) w D'_' ) - Reset button
2 |4 16A | | *_ | i | | | ' s3 - float switch condensation water sensor
| | ) | | | e R J | | [ ! - Temperatursensor in the vicinity of the unit
| | | | | | [ | - | | | — "2 - System / maximum temperature sensor
| | | | | —_ | | '3 - Digital roomtemperature sensor (optional)
L aN PE oL &PE AN | | 15 &PE k16 ol &2 &3 5 &6 = &7 A8 | I ym1 - Fan motor 1
: VM2 - Fan motor 2
External connections | w - Condensatl_on water sensor (option)
| Ws - Isolator switch
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